DIVISION 11 – EQUIPMENT

1 EQUIPMENT REQUIREMENTS
   1.1 The Design Professional is responsible for reviewing all equipment requirements with the LSU Project Manager.
   1.2 The Design Professional is responsible for reviewing the “base bid” and “or equals” to insure they meet the intent and requirements of the Project Manual.
   1.3 The Design Professional is required to review all proposed equipment and receive written approval from the LSU Project Manager for all equipment including mechanical electric, steam, refrigerants and or other equipment.

2 RADIOISOTOPE HOODS
   2.1 In order to avoid considerable difficulties incurred by the University, it is requested that the Architect submit shop drawings for radioisotope hoods to the University for approval prior to the beginning of fabrication of hoods.
   2.2 Plans and specifications of Radiation Shielding for all X-Ray areas must be submitted to the University for approval.